UNITED STATES
NUCLEAR REGULATORY COMMISSION
REGION IV

612 EAST LAMAR BLVD, SUITE 400
ARLINGTON, TEXAS 76011-4125

March 4, 2011

Eric Olson

Vice President, Operations
Entergy Operations, Inc.
River Bend Station

5485 US Highway 61N

St. Francisville, LA 70775

SUBJECT:  ANNUAL ASSESSMENT LETTER FOR RIVER BEND STATION
(REPORT 05000458/2011001)

Dear Mr. Olson:

On February 3, 2011, the NRC completed its end-of-cycle performance review of River Bend
Station. The NRC reviewed the most recent quarterly performance indicators (Pls) in addition to
inspection results and enforcement actions from January 1, 2010 through December 31, 2010.
This letter informs you of the NRC's assessment of your facility during this period and its plans
for future inspections at your facility. This performance review and enclosed inspection plan do
not include security information. A separate letter will include the NRC's assessment of your
performance in the Security Cornerstone and its security-related inspection plan.

The NRC determined that overall, River Bend Station operated in a manner that preserved
public health and safety and met all cornerstone objectives. The NRC determined the
performance at River Bend Station during the most recent quarter was within the Licensee
Response Column of the NRC’s Reactor Oversight Process (ROP) Action Matrix because all
inspection findings had very low (Green) safety significance, and all Pls indicated that your
performance was within the nominal, expected range (Green). Therefore, the NRC plans to
conduct ROP baseline inspections at your facility.

The enclosed inspection plan lists the inspections scheduled through June 30, 2012. Routine
inspections performed by resident inspectors are not included in the inspection plan. The
inspections listed during the last nine months of the inspection plan are tentative and may be
revised at the mid-cycle performance review. The NRC provides the inspection plan to allow for
the resolution of any scheduling conflicts and personnel availability issues. The NRC will
contact you as soon as possible to discuss changes to the inspection plan should
circumstances warrant any changes. Temporary Instruction 2515/177 Inspection, “Managing
Gas Accumulation in Emergency Core Cooling, Decay Heat Removal, and Containment Spray
Systems,” which remains to be scheduled, will be completed during the 2011 or 2012 calendar
year. Regional personnel will contact you to establish an appropriate time for this activity.
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In accordance with 10 CFR 2.390 of the NRC’s “Rules of Practice,” a copy of this letter will be
available electronically for public inspection in the NRC Public Document Room or from the
Publicly Available Records (PARS) component of NRC's document system (ADAMS). ADAMS
is accessible from the NRC Web site at http://www.nrc.gov/reading-rm/adams.html (the Public
Electronic Reading Room).

Please contact me at 817-860-8144 with any questions you have regarding this letter.

Sincerely,

Vi ..

Vincent G. Gaddy, Chie
Reactor Projects Branch C
Division of Reactor Projects

Docket Nos. 50-458
License Nos. NPF-47

Enclosure: River Bend Inspection/Activity Plan

cc: Distribution via ListServ



"sainpadoid uojoadsu] paounoule pue a)is-uo Ajuo smoys Hodal siyp
‘SSIIAIOE IDVLNO PUB OdN] SPNjOUI Jou S30p podal Sy,

a}iS uo
| 1JEIS JO "ON |

wiaysAg uojEoRiIoN B Haly €0d3-LGLLL dI

uopedpiued (j1Q 043 20d3-15L1L dl

S0UBLLIOHSBd 8sI0iaX3INg L0d3-1SLiL di

sabueyn uejdq Aouabrawy pue [aAsT uojoy Aousbiawg POoviLLL di

uonen|eas asioiax3g LovLiLL di
JSI0Y3X3 43 TVINNZIE - l-d3

juBLUSSasSyY aso( jeuoijednaoQ AR TARWANC ||

uonebniy pue j041u09) AYADEOIPEY BUlogdly JuB|d-U| e0'vciiL dl
Al34VS NOILVIAVHY - 14%°)-

spouwl Jusuewnad powwiad-1 2L LLLLZ dI
suoljeniens sjere-1/LLLLLL dI
suonenjeaspsayebueyo  ysyBuyo-1iLLLLLL d

SUOHEOLIPOYY JUB|d JUBURULISH puB sjuswliadx] Jo 'sise] 'sebuey) jo suoneneay LTZLELLLZ dI
SCUOWN LNVd INY3d 8 65706 - 14}-1g3
uonoadsu| saseq ubisaq jusuodwon Ll di
NOILDO3dSNI SISVE NOIS3A LNINOdINOD - lg-ig3
uoijeriodsuel] pue ‘ebelolg ‘BulpueH [BlsleN SAJOEOIPEY pue Buissasoid S1SEAA PIIOS 8AljDBOIpEY 80vCLiL di
welbold Buuojuopy [ejuswiuoiiaug jeaibojoipey L0¥2L12 dI
juswieal ] Juanyy pinbi pue snoaseg) aaloRoIpEY 90'pZi1lL dI
WV3AL AL34VS NOILVIAVY - 8/9d4d
i SWIB|g0.d JO UOIIN0SSY pUBR UO|IEDLIUSP| de¢gli/ dl
SWwiajqold O UoNNjosay pue uoljesyyuap| dzsiLL dl
H8Ild TVINN3IG - g25-9S1
aouBLLIOLSd YUIS 1BSH 1204042 dI
JONVINEOIHId MNIS LVIH TVINNIRL - 20-183
UOJJEDILIBA 10]BDIPU| BdUBWIOLSY LGLLL di
SaIoUBIoYa(] PUB SOSSAUNBAAA SSaupasedald Aousfiaw3 Jo uoijoal0)) GOvLLEL dI
sabueyq ue|d AousBiaw3 pue |aasT uoloy Aousbiswg yOovLLLL dI
wa)sAg uoneuawbny pue Buiyels uoneziuebi( sssupasedsid Aousbiswg coriliL di
Bunsa WelsAg UOIEDIIION PUE Loy CovLliL di

NOILD3dSNI AVH9D0¥dd d3 TTVINNIIE - bdd

ZLOZ/0E/90 - L10Z/LO/E0
ueld ANAIOY / uoioadsuyl
puag 1oAY

¢L0¢/s /00
¢102/51/90
2102/S1/20
¢10¢/51/90
¢L0¢/51/90

210e/e0/e0
¢ioe/en/en

¢102/01/20
2102/01/20
2102/01/20
2102/0L/c0

1102/82/01

L 102/91/60
L10g/9Le0
1102/91/60

1102/02/50
1102/90/50

1102/81/€0

+102/81/€0
L102/8L/E0
1102/81/€0
1102/81/€0
L102/81/e0

2102/ 1190
210e/1i/90
Z102g/1 1190
2L02/11/80
Z2L0¢/11/90

(AN AY]
¢102/1¢/20

¢102/0€/10
2102/0¢e/10
¢102/0e/10
210z/0e/10

1102/92/60

1102/21/60
L10¢/elLi60
1102/21/60

110¢/91/50
1102/20/50

L102/vE0

L102/vLIED
L102/7LIED
L10Z/v1/e0
L102/vLie0
L102/7L/E0

Hels

- o - v

Ll ol

o

.

saleq pauue|d Hun
ZZ yoday
2£:55:90 1102/82/20
1 Jo | abed



